= one fool

three Inches

one and one half inches = one foot

one inch = one foot

one foot

three quarters Inch

one half inch = one foot

one foot

—

three eighths inch

6" 0

one foot

one quarter inch

one eighth inch = one foot
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MATERIAL

DESIGNATIONS

CONCRETE

R

_ u . EARTH

DTS

0:0s4

BASE COURSE

CONCRETE MASONRY UNITS

BRICK VENEER

RIGID INSULATION

BATT INSULATION

NN

FINISH WOOD

ROUGH WOOD OR FRAMING

WOOD BLOCKING

STEEL

GLASS (LARGE SCALE)

PLYWOOD

"« "| GYPSUM BOARD OR GROUT

V4

7 GLASS (ELEVATION)

/‘ UNDERSIDE OF ROOF/

FLOOR DECK ABOVE

CEILING AS SCHEDULED

R o T

FIN. FLR. - SEE FINISH
SCHEDULE

FOR FLOOR FINISH AND
BASE

|/| UNDERSIDE OF ROOF/

TOP OF MASONRY -
10'-8"

FLOOR DECK ABOVE

B

o

SRR
1030702 U 1 %% % 8%

= CEILING AS

SCHEDULED

%" MOISTURE
RESISTANT GwWB

_,/l 7" FURRING CHANNELS

4" cMmu

FIN. FLR. — SEE FINISH
\I SCHEDULE
FOR FLOOR FINISH AND

4B

BASE

-2

STRUCTURAL STEEL

/.r UNDERSIDE OF ROOF/

FLOOR DECK ABOVE

CEILING AS SCHEDULED

FIN. FLR. — SEE FINISH
SCHEDULE

FOR FLOOR FINISH AND
BASE

1A 2 HOUR FIRE~RATED

UNDERSIDE OF xooﬂhl‘\.

FLOOR DECK ABOVE

TOP OF CMU WALL

- 10°-8" .‘
CEILING AS mozmoc@|\ H W

5% MOISTURE RESISTANT — | n
oWB )

§” FURRING CHANNELS

8" CMU

NN

3% METAL STUD RUNNER

FIN. FLR. — SEE FINISH
SCHEDULE FOR
FLOOR FINISH AND BASE

J

PARTITION TYPES

GENERAL ARCHITECTURAL SYMBOLS

¢

T e wey

R s e ot

> @

|//| UNDERSIDE OF ROOF/

FLOOR DECK ABOVE
TOP OF MASONRY -

10°-8"

B
.

;

8" MU

SCHEDULE

BASE

CEILING AS SCHEDULED

FIN. FLR. — SEE FINISH
FOR FLOOR FINISH AND

CENTER LINE

ELEVATION INDICATOR

ol

CENTER LINE INDICATOR XX
CONTRACT LIMIT LINE

DEMOLITION LINE

ﬂmmézmﬁc%omemcodcz OR EXISTING TO REMAIN

FEATURES ABOVE LINE INDICATOR

2 HOUR FIRE BARRIER

HIDDEN FEATURES LINE

PROPERTY LINE

SMOKE BARRIER LINE
BREAK, ROUND (USER DEFINES SIZE)

BREAK, STRAIGHT (SEE SECTION INDICATORS,
BUILDING, WITH BREAK STANDARDS)

DETAIL INDICATOR

DETAIL INDICATOR

DETAIL INDICATOR FOR SMALL CONDITIONS

DIMENSION LINE

SOLID

UNDERSIDE OF ROOF/

FLOOR DECK ABOVE

CEILING AS wnzmocrmoll\

5% MOISTURE RESISTANT— |

GWB

DRAWING BLOCK TITLE

1 1/2% = V-0

/|.l UNDERSIDE OF mOOmI.\

DECK ABOVE

H CEILNG AS SCHEDULED

/l_N, CMU — GROUT CELLS

FIN. FLR. — SEE FINISH
SCHEDULE FOR FLOOR
NISH AND BASE

5 | 2_HQUR FIRE—RATED

UNDERSIDE OF moom..\Ill\!
FLOOR DECK ABOVE

g 1 1/

@ KEYNOTE

WALL OR PARTITION TYPE

&

GRAPHIC SCALE

COLUMN GRID

NORTH ARROW

DOOR OPENING/BORROWED LIGHT IDENTIFIER

DRAWING BLOCK TITLE, TYPICAL

ELEVATION INDICATOR, EXTERIOR

ELEVATION INDICATOR, INTERIOR, MULTIPLE VIEW

ELEVATION INDICATOR, INTERIOR, SINGLE VIEW

BUILDING SECTION INDICATOR

FURNITURE, FIXTURE, & EQUIPMENT INDICATOR

ROOM NAME AND NUMBER

FIRE EXTINGUISHER CABINET

SIGNAGE SCHEDULE ID~ SEE SHEET AE603

u/l UNDERSIDE OF ROOF/

FLOOR DECK ABOVE

TOP OF MASONRY -
10'-8"

Bl

CEILING AS
SCHEDULED

%" MOISTURE
RESISTANT GWB

| ™>~— 7" FURRING

CHANNELS

3A

GWB

1" FURRING ozﬁzmwml\

8" CMU

3%" METAL STUD RUNNER

FIN. FLR. — SEE FINISH
SCHEDULE FOR

A

8" CMU

% MOISTURE RESISTANT —=<=—_|

CEILING AS mozmosmoll\ ‘ W
¢!

4" FURRING CHANNELS \

¥

3% METAL STUD RUNNER

FLOOR FINISH AND m>mm|l./

NOT TO SCALE

FIN. FLR. — SEE FINISH
SCHEDULE FOR

FLOOR FINISH AND w>mmxll/

SA

5B

Ped
5

nEs—

%
.

/l CEILING AS SCHEDULED

TTT—4" MU

SCHEDULE

\llﬂz. FLR. — SEE FINISH

FOR FLOOR FINISH AND

2 HOUR FIRE—-RATED

TYPICALE NOTE:

GROUT SOLID ALL CELLS ON ALL
PARTITIONS — REFER TO STRUCTURAL
DRAWINGS.

> | et

BASE

REFLECTED CEILING PLAN SYMBOLS

2X2 LAY-IN ACOUSTICAL CEILING TILE

GYPSUM BOARD CEILING

@ —0" AEP) FINISHED CEILING HEIGHT
(OPEN = OPEN TO STRUCTURE ABOVE)

FOR ADDITIONAL SYMBOLS SEE:

PLUMBING SHEET PLOO1

FIRE PROTECTION SHEET FPOO1
MECHANICAL SHEET MP0O1
ELECTRICAL SHEET EOO1

hal e

ROOF PLAN SYMBOLS

RO PRIMARY ROOF DRAIN
&OFD  OVERFLOW ROOF DRAIN

ROOF SLOPE

CAST STONE COPING

1. PLUMBING SHEET PLOO1

2. FIRE PROTECTION SHEET FPOO1
3. MECHANICAL SHEET MP0O1

4. ELECTRICAL SHEET EQO1

mm Al UNDERSIDE OF ROOF/
lwma..%l

FLOOR DECK ABOVE

CEILING AS SCHEDULED

B0 o 20202070000 6% 26% % %% | 'e%

T 4" MU

REZIEZRAREER BRI BERIRARERIERIIARE:

SCHEDULE
FOR FLOOR FINISH AND
BASE

\l FIN. FLR. — SEE FINISH

4A

100% CONSTRUCTION DOCUMENTS

WALL TYPES LEGEND

(2) HOUR FIRE BARRIER

CMU, SEE ARCHITECTURAL PLANS FOR SIZES

COORDINATION DRAWINGS

THE MECHANICAL CONTRACTOR SHALL TAKE THE LEAD IN PREPARATION OF COORDINATION
DRAWINGS. SUCH DRAWINGS SHALL BE ARRANGED AND DESIGNED THROUGH AND FROM
COORDINATION WITH ALL OTHER MAJOR AND MINOR SUBCONTRACTORS AND THE GENERAL
CONTRACTOR. PROVIDE PLAN VIEWS, SECTIONS AND ELEVATIONS AS REQUIRED TO FULLY
COORDINATE ALL NEW WORK WITH ITSELF AND EXISTING CONDITIONS. DRAW TO SCALE
(AT NOT LESS THAN 3/8” = 1°-0"). DRAWINGS SHALL SHOW, BUT NOT BE LIMITED
TO: ALL WALL RATINGS; ALL DUCTWORK; ALL AIR DISTRIBUTION; MECHANICAL EQUIPMENT:
MECHANICAL PIPING; FIRE PROTECTION PIPING; ALL PLUMBING PIPING; CABLE TRAYS
(WITH ELEVATIONS NOTED); LIGHTING FIXTURES (WHEN CEILING MOUNTED); CEILING GRID
AND CEILING HEIGHT; MAJOR BEAMS AND JOISTS (WITH ELEVATIONS MARKED); FIRE
ALARM DEVICES AND SPEAKERS (WHERE CEILING MOUNTED); ELECTRICAL CONDUITS
LARGER THAN 2-INCH DIAMETER; ELECTRICAL BUSWAY AND REQUIRED CLEARANCES;
EQUIPMENT PROVIDED BY QTHERS THAT PROTRUDE INTO CEILING CAVITIES OR IMPEDE
THE LOCATION OR ACCESS TO ABOVE CEILING PIPING, DUCTWORK OF QOTHER EQUIPMENT.
SECTIONS SHALL BE CUT THROUGH AREAS SHOWING MATERIALS AND SYSTEMS OF ALL
CONTRACTS. IF THERE ARE ANY QUTSTANDING ISSUES THAT CANNOT BE RESOLVED,
CONSULT WITH THE ARCHITECT AND/OR ENGINEER (THROUGH THE VA COTR) FOR
GUIDANCE AND MAKE CORRECTIONS IN ACCORDANCE WITH DIRECTIONS GIVEN. IT IS
IMPORTANT TO NOTE THAT FABRICATION CANNOT BEGIN UNTIL COORDINATION DRAWINGS
HAVE BEEN APPROVED. ANY MATERIAL, EQUIPMENT, SYSTEMS, ETC., PROCUREMENT OR
INSTALLATION COMMENCED PRIOR TO APPROVAL IS TAKEN AT THE CONTRACTORS OWN
RISK AND MAY HAVE TO BE MODIFIED, MOVED AND/OR RECONFIGURED AT THE
CONTRACTORS COST.
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